
 Guidon Design Inc. 

905 N. Capitol Avenue, Suite 100 

Indianapolis, IN 46204 
 

 

December 22, 2014 

 

ROBLEY REX VA Medical Center 

800 Zorn Ave. 

Louisville, KY. 40206 

 

Re: VA LOUISVILLE – RENOVATE RESEARCH BUILDING 19 

 Project # 603-12-601-T661 

 Guidon Project No. 12.1004 

 

ADDENDUM NO. 1 

 

GENERAL:  The following changes, additions or deletions for the above project shall be made 

to the Contract Documents; all other Conditions shall remain the same.  Note:  the additions, 

deletions or changes listed in this Addendum may affect more than the specific instance(s) 

mentioned.  Coordination may be necessary to fully revise cases of duplicate information.  The 

Addendum supersedes current conditions shown.  Acknowledge receipt of this Addendum by 

inserting its number and date in the 'Bid Form'.  This addendum forms a part of the Contract 

Documents and modifies them as follows: 

 

SPECIFICATIONS 

1.1: GENERAL REVISIONS TO SPECIFICATIONS 

A. Guidon Design has a new office location (No documents reissued).  

All mention or instance of: 

2453 N. Delaware Ave.  

Indianapolis, IN. 46205  

Shall be replaced with:  

905 N. Capitol Avenue. 

Suite 100 

Indianapolis, IN. 46204 

1.2: REVISIONS TO DIVISION 01 GENERAL REQUIREMENTS 

B. Specification Section 01 31 00 -  PROJECT MANAGEMENT AND COORDINATION 

(issued new) 

1. Insert new specification section into project in its entirety, reference 1.3 

ATTACHMENTS for complete document. 

1.3: REVISIONS TO DIVISION 08 DOORS AND WINDOWS 

 A. Specification Section 08 71 00 – DOOR HARDWARE, (not reissued) 
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  1. Section 3.5 HARDWARE SETS 

a. “HARDWARE GROUP NO. 01” shall be revised to read 

“HARDWARE GROUP NO. E6.1” 

b. “HARDWARE GROUP NO. 02” shall be revised to read 

“HARDWARE GROUP NO. E6.2” 

c. “HARDWARE GROUP NO. 03” shall be revised to read 

“HARDWARE GROUP NO. E6.3” 

d. “HARDWARE GROUP NO. 04” shall be revised to read 

“HARDWARE GROUP NO. E6.1” 

e. “HARDWARE GROUP NO. 01” shall be revised to read 

“HARDWARE GROUP NO. ETR” 

f. “HARDWARE GROUP NO. 05” shall be revised to read 

“HARDWARE GROUP NO. 1F” 

g. “HARDWARE GROUP NO. 06” shall be revised to read 

“HARDWARE GROUP NO. 6” 

h. “HARDWARE GROUP NO. 07” shall be revised to read 

“HARDWARE GROUP NO. 10G” 

i. “HARDWARE GROUP NO. 08” shall be revised to read 

“HARDWARE GROUP NO. 3B.1” 

j. “HARDWARE GROUP NO. 09” shall be revised to read 

“HARDWARE GROUP NO. 3B” 

k. “HARDWARE GROUP NO. 10” shall be revised to read   

“HARDWARE GROUP NO. 3B.2” 

l. “HARDWARE GROUP NO. 11” shall be revised  to read 

“HARDWARE GROUP NO. 5D.1” 

m. “HARDWARE GROUP NO. 12” shall be revised to read  

“HARDWARE GROUP NO. 5D.2” 

n. “HARDWARE GROUP NO. 13” shall be revised to read  

“HARDWARE GROUP NO. 5D.3” 

o. Remove “HARDWARE GROUP NO. 14” and its contents in its 

entirety. 

1.4:  REVISIONS TO DIVISION 23 HEATING, VENTILATING, AND AIR CONDITIONING (HVAC) 

A. Specification Section 23 09 23 – DIRECT-DIGITAL CONTROL SYSTEM FOR HVAC:   

1. Paragraph 1.1, Sub-paragraph A, Point 1:  Replace “Johnson Controls” with 

SmartStruxure, StruxureWare, Schneider Electric. 
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 Add the following:  If a proposed controls system is a deviation from the specified 

SmartStructure, StruxurWare controls being used at the VAMC the supplier must 

demonstrate with past project examples that the proposed system can fully 

interface with the existing StructureWare controls network being used at the 

Robley Rex VA Medical Center. 

 

1.5: ATTACHMENTS 

A. This Addendum includes the following attached Documents and Specification 

Sections: 

 1. Section 01 31 00 -  PROJECT MANAGEMENT AND COORDINATION 

 2. Section 23 09 23 – DIRECT-DIGITAL CONTROL SYSTEM FOR HVAC, 

revised. 

DRAWINGS 

2.1: GENERAL DRAWING REVISION  

 A.  Guidon Design has a new office location (No documents reissued).  

All instances of: 

2453 N. Delaware Ave.  

Indianapolis, IN. 46205  

Shall be replaced with:  

905 N. Capitol Avenue. 

Suite 100 

Indianapolis, IN. 46204 

2.2:  REVISIONS TO ARCHITECTURAL SHEETS 

 A. Sheet AS800 – DOOR AND WINDOW DETAILS, (not reissued) 

  1. Door Schedule 

a. Door 003.1, Hardware Set “HW-E6” shall be revised to read 

“HW-E6.1” 

b. Door 004.1, Hardware Set “HW-E6” shall be revised to read 

“HW-E6.2” 

c. Door 004.3, Hardware Set “HW-E6” shall be revised to read 

“HW-E6.3” 

d. Door 113.1, Hardware Set “HW-3B” shall be revised to read 

“HW-3B.1” 

e. Door 113.3, Hardware Set “HW-3B” shall be revised to read  

“HW-3B.2” 
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f. Door 200.1, Hardware Set “HW-5D” shall be revised  to read 

“HW-5D.1” 

g. Door 200.2, Hardware Set “HW-5D” shall be revised to read 

“HW-5D.2” 

h. Door 200.3, Hardware Set “HW-5D” shall be revised to read  

“HW-5D.3” 

2.2: ATTACHMENTS 

 None 

 

 

 

 

 

 


